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~ MIXING CHAMBER CONCEPT

Purpose:

— Completely mix high salinity bittern with ambient
water (and recycled water when available)

— Maintain constant ratio of bittern to dilution water
(Intially 1% by mass) throughout tidal cycle to limit
bittern sallnlty In dlscharge to 3 ppt

— Determine flow of amblent water using flow me
— Use PLC to open and close Pond 7 gate to L

_maintain flow equal to 1% by mass A
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'MIXING CHAMBER DESIGN ELEMENTS

« All ambient water flows and discharge are tidally-
driven

* Proposed automated operation — meters monitor
ambient and recycled water flows, and PLC uses
algorithm to set Pond 7 gate position (as surrogate
for flow) I o e

"+ Air bubbler to ensure adequate m]k]ng\\

* Weir (baffle) to prevent short-circuiting of bittern |
- Alarms to alert remote operator N ——
~ + Back-up uninterruj ptible power supply (UPS)
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'CHALLENGES

« Severe Operating Conditions
« Biofouling
« Erosion and Sedimentation

« Automated System Performance
— Actuator performance
— Meter capability
— Programming errors

—==Pond 8 flow restriction - Pond 8 siphon app abe "
“starving” Pond 8 Canal during each dlscharge pe
« Mixing chamber is emptying less than modeled ks

~* Higher operatlng water levels in Mixing Chamber red\jee—l
rom Pond 8 and possibly Pond 7 -—
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BIOFOULING V3 -- 777
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" LESSONS LEARNED

* Relying on flow meters is not workable
* No funding to fix remaining problems with SCADA

system
* Field calibration of most flow meters IS dlfflcult (low
reliaility e e T

 Pond water levels are variable, and hard to contro
Operatlng alr bubbler S expenswe and system;is__j

looding
> L —ay I T S Ta "‘ = ._,n_ .‘

« Conclusion: need to S|mplify operations




" 2017 MONITORING AND TESTING

* Question 1: is a fixed-flow discharge from
Pond 7 possible (while protecting the
environment)?

* Question 2: how does the mixing chamber
—=respond to recycled water flow(\ o e

risk of overflow)?

_+ Conducted testing in May, June, July, and*——




2017 MONITORING AND TESTING
Question 1: Monitored mixing chamber at
various tide stages and with various Pond 7 flows

— Confirm SCADA flow readings with field
measurements

— Confirm pond elevatlon readlngs with field

measurements e \

— Track salinity at various locations |
~—Caorrelate salinity with tide stage/flow  ——
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Sunrise, August 22, 2017
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QUESTION 1 FINDINGS

There is a substantial lag between the nominal high/low tides, and start
and stop of flow from the mixing chamber

With continuous flow from Pond 7, high salinity brine accumulates when
there is no flow from the mixing chamber

Significant stratification occurs when flow restarts

Complete mixing is achieved without the bubbler by the time discharge
reaches Napa Slough Outlet ... . sseemr@iiie w4

Mixing occurs across the weir, through the mixing CM
in the Pond 7 Canal

The mixing chamber is containing the high salinity brine during periods l

~of no flow from the mlxmg chamber
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LAG IN MIXING CHAMBER WATER LEVELS

RELATIVE TO HIGH TIDE
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POND AND MIXING CHAMBER FLOWS RELATIVE TO
TIDE STAGE
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SALINITY RESPONSE TO MIXING CHAMBER

FLOW — NEAR BOTTOM
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SALINITY RESPONSE TO MIXING CHAMBER

FLOW — NEAR BOTTOM
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OF SALINITY TESTING

 Have conducted dry season monitoring with
continuous flow during different tide stages

— Even at smallest physically-maintainable gate opening
(15%, ~1 inch), maximum salinity at Napa Slough outlet
periodically exceeds salinity threshold

—ms—\NAER-the-gatei1s-open 15%, sediment accun ulzs'tteS‘*an('.I'*'4
blocks the flow, typically within 3 — 5 days (even
sediment control weir); sediment must be cleaned aut .

manually or can be flushed out by opening the gate-&IJ*_l
~the way for an hour or so. p——




2017 MONITORING AND TESTING

* Question 2: Monitored mixing chamber at
slack high tide with maximum recycled water
flow

— Monitor change in water level in. mixing.chamber.

e e s B g promm—— =3 """‘

— Assess mixing chamber response to rec |
water flow )

= x 1 L : -i‘l
Result: due to high “reservoir” capacity in -~ —

<



" NEXT STEPS

Address remaining questions

— How much higher must the water level be in Pond 7A
relative to Pond 7 to stop flow from Pond 7 at slack high
tide?

— How does the Mixing Chamber behave W|th hlgher

—eemse{pRtEr)-pond-watertevels?——— S = -

— How often/long, on average, would salinity thresho
exceeded during continuous flow operation? )i —

— What would be the risk associated with the periodic =




 NEXT STEPS

e Sy
St

* Refine/revise Mixing Chamber operating
Process
— Gate opening
— Adjusting for decreased bittern concentration

* Estimate amount of bittern removed to dalt
calendar year and adjust bittern discharge__










